
Section 1001.3“Plans,”of theUFC is amendedto readas follows:

Voltageofthefire alarmpanelor thepowerexpansionpanel.

13.04.185Inspection and Testing.

Section 1001.5.2 “Inspection and Testing,” of the UFC is amendedby adding two new

subsectionsto readasfollows:

1001.5.2Inspectionand Testing.

1001.5.2.1Private Fire Hydrants. All private fire hydrant systemsshall be servicedto the

satisfactionof the Fire Departmenton a yearly basis. Servicerecordsshall bekept on-siteand

shall be readily availableto the inspectionauthority. A copy of said servicerecord shall be

mailedwithin 48 hours,to the Fire PreventionBureauwhenany deficiencyof the systemor

violation of theFire Codeis noted.

1001.5.2.2Fire Protection Systems.All Fire ProtectionSystemsshallbe inspectedandtestedin

accordancewith theprovisionsof theNevadaStateFire Marshal’sRegulations.A copy ofsaid

inspection shall be mailed within 48 hours, to the Fire PreventionBureau only when any

deficiency of the system or violation of the Fire Code is noted. In the event a

service/maintenancecontract is canceledor not renewed,the Fire PreventionBureaushall be

notified bythe servicecompanywithin 24 hours.

13.04.190Problematic Systemsand SystemsOut of Service.

Section 1001.5.3.1“Problematic systemsand systemsout of service,” of the UFC is amended

andanew secondparagraphis addedto readasfollows:

1001.5.3.1Problematic Systemsand SystemsOut of Service.In theeventof afailure ofa fire

protectionsystemor an excessivenumberof falseor nuisancealarm activations,the Chief is

authorizedto require the building owner or occupantto provide fire watchpersonneluntil the
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